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ENCLOSURE FOR SEVERAL

COMPONENTS ASSEMBLED IN ONE UNIT
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PT= PRESSURE TRANDUCER
TISDP= TEMPERATURE INDICATOR
TSHL=TEMPERATURE SENSOR HIGH LOW (SHUT OFF)
TSHH= TEMPERATURE SWITCH HIGH HIGH wioghed el - |
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