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EXPANSION MODULE REMOVED FOR CLARITY

JOBEL NUMBER UNIT | PUMP | RECEIVER - WEIGHT (Ibs.) N
SIMPLEX MODULE WITH
(HP) | MODEL | (GALLONS) | \iop)i ¢ CONTROL PANEL MODULE
LVS—15D—RC400V—T | 15 | GL-60 400 1483 1751 650
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1. FLEX HOSES ARE SHIPPED LOOSE.
2. ALL WIRING AND INTAKE MANIFOLD
BETWEEN MODULES SUPPLIED BY OTHERS.

!% INDICATES CENTER OF GRAVITY.
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