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rp_1 | YAC INLET (10HP) 3" NPT
VAC INLET (15HP) 47 NPT
TP—2 | SEAL WATER INLET 1/2” NPT
TP—3 | VAC DISCHARGE 4" NPT
TP—4 | OVERFLOW DRAIN 1" NPT
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